
EXISTING WATER MAIN

CORPORATION STOP
SEE DETAIL 'A1'

4'±
 C
OV
ER

CONCRETE SIDEWALK

4" SAND ENVELOPE AROUND
WATER SERVICE LINE

CONCRETE BRICK
(4" X 8" X 2" MIN)

CURB STOP
SEE DETAIL 'B'

CURB BOX WITH LID
MARKED 'WATER'2' OR AS REQ'D BY

FIELD CONDITIONSCONCRETE CURB

MATERIALS:
1. CORPORATION STOP:  MUELLER MODEL B-2969-N;
2. CURB BOX:  BINGHAM AND TAYLOR CO., FIGURE

4901, SIZE NO. 94-E, COMPLETE WITH LID;
2. CURB STOP: MUELLER MODEL B-25209N ;
3. STATIONARY ROD: MANUFACTURER'S STANDARD;
4. FOR 1-1/2" AND 2" SERVICES, PROVIDE SMITH-BLAIR

TYPE 317 SERVICE SADDLE
5. OR EQUALS

CONNECT TO EXISTING
SERVICE AS REQUIRED

45°CORP STOP SHALL BE
INSTALLED AT  '10' OR '2'

CORP STOP SHALL BE
INSTALLED AT  '10' OR '2'

NOTES:
1. BACKFILL TRENCH PER SPECIFICATIONS.
2. COMPACT BACKFILL AS PER SPECIFICATIONS.
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